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FIXTURE MOUNTING DETAIL U
MARK | VOLTAGE DESCRIPTION DETAIL
53" DIMETER HIGH EFFICIENT LED FIXTURE, CEILING MOUNTED
A 190 yac | SUPPLIED WITH A 45°HANG STRAIGHT PENDANT CANOPY.
W PRESCOLITE ALUM PENDALUM LED CATALOG NUMBER
(RDPS6LED-4-35K-7-120)
LED WALL MOUNTED LUMINAIRES, WEATHERPROOF UL /598
ﬂ 100 vac | FATED FOR WET LOCATION USE, FULL CUTOFF LIGHTING
@ WITH PHOTOCONTROL OPTION, HUBBELL LAREDO LCC @
COMPACT WALLPACK LCC-121/-2-PCl
SCALE: 3" = /0"
AKM JOB No. 0760890.00
Underground Service Alert NOTES: LIGHTING FIXTURE SCHEDULE
I. PROVIDE HUBBELL LIGHTHAWK LHIRS PASSIVE INFARED WALL xp. 3/3U/1
SWITCH SENSOR (CATALOG NO. LHIRSIW) FOR INTERIOR
LIGHT MOTION SENSORS.
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