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NOTES:

1. FURNISH, INSTALL AND CONNECT THE
QUANTITY OF CONDUCTORS IN CONDUIT AS
REQUIRED FOR THE RECEPTACLES AND
EQUIPMENT CONNECTIONS ASSIGNED TO THE
BRANCH CIRCUITS SHOWN.

2. FURNISH. INSTALL NO. 12 AWG WIRE WITH
NO.12 AWG GROUND IN 3/4“ CONDUIT FOR
CIRCUIT LENGTHS LESS THAN 75 FEET.
PROVIDE NO. 10 AWG WIRE SIZE FOR
LENGTHS GREATER THAN 75 FEET.

3. PROJECTION SCREEN CONTROL SWITCH
PROVIDED WITH SCREEN. INSTALL FLUSH
AT SWITCH HEIGHT.

4. COORDINATE LOCATION OF ALL CONSOLE
MOUNTED DATA AND UPS PQOWER QUTLETS.
DESIGNATED CONDUIT TERMINATIONS
LOCATION SHALL BE COORDINATED WITH
CONSOLE MANUFACTURER.

5. PROVIDE TWO CIRCUITS FROM EDP-1 AND
CONNECT FOUR QUADRUPLEX RECEPTACLES TO
EACH CIRCUIT.

6. ROUTE CONDUITS FROM BELQW CONSOLE TO
COMM ROOM. COORDINATE STUB-UPS IN
SOMg ROOM WITH CORRECT NETWORK PATCH

ANEL .

7. COMMUNICATION/DATA SYSTEM OUTLETS HAVE
A ROOM NUMBER FOLLOWED BY LETTER
DESIGNATION. SEE DRAWING E-10 FOR
COMPLETE RISER DIAGRAM.

8. PROVIDE A WALL-MOUNTED MANUAL STARTER.
SINGLE-PHASE. TO DISCONNECT EXHAUST
FAN EF-24101. SEE DRAWING E-36.

2-3

9. INCLUDES TWO ADDITIONAL SPARE DISCRETE
SIGNALS. PROVIDE 5'-0" COIL IN BOTH
CONTROL PANELS AND IDENTIFY AS
“SPARES. "

10.WIRING AND CONDUITS BETWEEN HCP-24001
AND HVAC CONTROL DEVICES ARE BY OTHERS.

11.SEE DRAWING E-8 - FIRE SYSTEM RISER
DIAGRAM FOR ADDITIONAL WIRING
INTERCONNECTION REQUIREMENTS.

12.VIDEO PROJECTOR BY OTHERS. INSTALL
PROVISIONS FOR VIDEO PROJECTOR AS
SHOWN ON STANDARD DETAIL 2605-611.

13.WALL-MOUNT RECEPTACLE AND DATA JACK
FOR DASHBOARD MONITOR 7'-0" AFF.
COORDINATE LOCATION OF MONITOR PRIOR
TO INSTALLATION OF CONDUIT AND BOXES.

14.SEE DRAWINGS A-11 AND A-14 FOR EXACT
LOCATIONS OF EQUIPMENT AND OQUTLETS
PRIOR TO INSTALLATION.
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