PLOT DATE: 2/19/2010 PLOT TIME: 11:10:41 AM

NDM-SCO:EMWD USACE PERRIS I/ PDFe606d.dgn

PANEL: MPC-1
VOLTAGE: 208/120 PANEL BUS: 100 AmPS SERVICE RATED: NO
PHASE, WIRES: 3, 4 MAIN: 100A BREAKER NEUTRAL: BONDED
SCR (AMPS): 10,000 .25% OF MAX BUS LOAD: 59 AwvMPS MOUNTING: SURFACE
SOURCE: MCC-3 TOTAL LOAD: 14.1 KVA FEED: BOTTOM
LOCATION: FE/MN PROCESS AREA NEMA 3 ENCLOSURE
DESCRIPTION KVA CB CKT CKT CB KVA DESCRIPTION
AE/AIT-90210/90310/90410 0.50| 20/1 2 20/1 [0.40|FE/FIT-90100/90110
EXTERIOR RCPT, GFCI 0.40| 20/1 4 20/1 |0.20|FE/FIT-90111
SVP-91100 1.00| 20/1 6 | 20/1 |0.20|FE/FIT-91110
SVP-91200 1.00| 20/1 8 | 20/1 |0.20|FE/FIT-91210
SVP-91300 1.00| 20/1 10 | 20/1 |[0.20|FE/FIT-91310
SVP-91400 (FUTURE) 20/1 12 | 20/1 FE/FIT-91410 (FUTURE)
1.50 14 | 20/1 [0.20|FE/FIT-10045
MCP-900 1.50| 30/3 16 | 20/1 |0.60|FE/FIT-95112/95122/95132
1.50 18 | 20/1 |0.20|FE/FIT-94130
FP-900 AIRCONDITIONER 1.75] 30/1 20 | 30/1 SPARE
MCP-900 ATRCONDITIONER 1.75] 30/1 22 | 20/1 SPARE
SPARE 20/1 24 | 20/1 SPARE
TOTALS AMPS
PANEL: DP-2
VOLTAGE: 208/120 PANEL BUS: 225 AMPS SERVICE RATED: NO
PHASE, WIRES: 3, 4 MAIN: 225A BREAKER NEUTRAL: BONDED
SCR (AMPS): 10,000 .25% OF MAX BUS LOAD: 80 AMPS MOUNTING: IN MCC
SOURCE: TX-2 (MCC-1) TOTAL LOAD: 19.4 KVA FEED: TOP/BOTTOM
LOCATION: OPS BLDG ELECTRICAL ROOM
DESCRIPTION KVA CB CKT CB KVA DESCRIPTION
LC-2 0.50] 20/1 1 20/1 |0.25|RESTROOM EXF - EF-24101
HALL/RECEPTION PERGULLA RCPT, GFCI 0.20] 20/1 3 20/1 |0.20 |CONTROL ROOM RCPT
CONFERENCE ROOM RCPT 0.20] 20/1 5 20/1 |0.20 |CONTROL ROOM RCPT
CONFERENCE ROOM RCPT 0.20] 20/1 7 20/1 |0.20 |BREAK ROOM RCPT, GFCI
SRR RCPT 0.20] 20/1 9 20/1 |0.20 |BREAK ROOM RCPT
BREAK ROOM RCPT 0.20] 20/1 | 11 20/1 |0.20 |BREAK ROOM RCPT
ELECTRICAL ROOM RCPT 0.20] 20/1 | 13 20/1 |0.20 |MECHANICAL ROOM RCPT
COMM ROOM RCPT 0.20] 20/1 | 15 20/1 |0.20 |MECHANICAL ROOM RCPT
WASHROOM RCPT, GFCI 0.20] 20/1 | 17 20/1 |0.20 |WASHROOM RCPT, GFCI
OFFICE RCPT 0.20] 20/1 | 19 20/1 |0.20 |OFFICE RCPT
RO PROCESS AREA RCPT, GFCI 0.55] 20/1 | 21 20/1 |0.55|RO PROCESS AREA RCPT,GFCI
EXTERIOR RCPT - GFCI 0.20| 20/1 | 23 20/1 |0.20 |[EXTERIOR RCPT - GFCI
RECIRC PUMP - RP-01 0.15] 20/1 | 25 20/1 |0.50 |CONF ROOM PROJ SCREEN
SRR RCPT - FRIDGE 0.50| 20/1 | 27 20/1 | 0.20|SHOP RCPT
SHOP RCPT 0.40 20/2 29 20/1 | 0.20 |SHOP RCPT
0.40 31 20/1 |0.20|SHOP RCPT
DASHBOARD MONITOR 0.50] 20/1 | 33 20/1 |0.20 SRR RCPT
2.40 35 20/1 |2.00|SRR - LAB WATER SYSTEM
SRR - MULTIOUTLET ASSEMBLY-LE-1-WH1 >.20 20/2 37 20/1 | 2.00 SRR -~ FLASK WASHER
SRR - WATER QUALITY ANALYZER 1.50] 20/1 | 39 20/1 SPARE
SPARE 20/1 | 41 20/1 SPARE
TOTALS

PANEL: DP-1
VOLTAGE: 480/277 PANEL BUS: 225 AMPS SERVICE RATED: NO
PHASE, WIRES: 3, 4 MAIN: 225A BREAKER NEUTRAL: BONDED
SCR (AMPS): 10,000 .25% OF MAX BUS LOAD: 38 AMPS MOUNTING: SURFACE
SOURCE: TX-1 TOTAL LOAD: 20.9 KVA FEED: TOP/BOTTOM
LOCATION: OPS BLDG ELECTRICAL ROOM
DESCRIPTION KVA CB CKT CB KVA DESCRIPTION
BREAK ROOM, STORAGE LTG 0.50| 20/1 20/1 |0.25|0OFFICE LTG
CONFERENCE ROOM LTG 0.50| 20/1 20/1 |1.00|RECEPTION, HALL LTG
CONTROL ROOM LTG 0.70] 20/1 20/1 [0.25|SRR LTG
MENS WASHROOM LTG 0.40| 20/1 20/1 |0.35|WOMENS WASHROOM LTG
SHOP LTG 0.60| 20/1 20/1 SPARE
ELECTRICAL & IDF ROOM LIGHTING [1.90| 20/1 20/1 |1.00|MECHANICAL ROOM LIGHTING
RO PROCESS AREA LTG, CIRCUIT A |2.50| 20/1 20/1 [2.50|RO PROCESS AREA LTG, CIRCUIT B
RO PROCESS AREA LTG: CIRCUIT C|1.00| 20/1 20/1 [2.50|CHEMICAL AREA LTG, CIRCUIT A
CHEMICAL AREA LTG, CIRCUIT B 0.25| 20/1 20/1 [0.25|CHEMICAL AREA LTG, CIRCUIT C
SITE LIGHTING 128 20/2 20/2 SPARE
OPS BUILDING EXT WALL MTG 0.25| 20/1 20/1 [0.25|0PS BLDG EXT WALL MTG LTG
CHEMICAL STORAGE ROOM 2 LTG 20/1 20/1 [0.20|0OPS BLDG SOFFIT LTG
LANDSCAPE IRRIGATION 0.50| 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
TOTALS
PANEL: DP-3
VOLTAGE: 208/120 PANEL BUS: 225 AVMPS SERVICE RATED: NO
PHASE, WIRES: 3, 4 MAIN: 225A BREAKER NEUTRAL: BONDED
SCR (AMPS): 10,000 .25% OF MAX BUS LOAD: 86 AMPS MOUNTING: IN MCC
SOURCE: TX-3 (McC-1) TOTAL LOAD: 18.4 KVA FEED: TOP/BOTTOM
LOCATION: OPS BLDG ELECTRICAL ROOM
DESCRIPTION KVA CB CKT CB KVA DESCRIPTION
5.00 0.00
UPS-1 5.00| 60/3 60/3 [0.00|UPS BYPASS PANEL 1
5.00 0.00
UPS-2 3.00| 40/1 20/1 [0.20|HCP-24001
SPARE 20/1 20/1 [0.20|HCP-24002
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
SPARE 20/1 20/1 SPARE
TOTALS

DATE: 10/05/09
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