PLOT DATE: 2/19/2010 PLOT TIME:11:10:44 AM
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PANEL: DP-4 PANEL: DP-5
VOLTAGE: 120/240 PANEL BUS: 225 AMPS SERVICE RATED: NO VOLTAGE: 208/120 PANEL BUS: 225 AMPS SERVICE RATED: NO
PHASE, WIRES: 1, 3 MAIN: 225A BREAKER NEUTRAL: BONDED PHASE, WIRES: 3, 4 MAIN: 225A BREAKER NEUTRAL: BONDED
SCR (AMPS): 10,000 25% OF MAX BUS LOAD: 122 AMPS MOUNTING: SURFACE SCR (AMPS): 10,000 25% OF MAX BUS LOAD: 14 AWPS MOUNTING: IN MCC Z
SOURCE: TX-4 TOTAL LOAD: 22.8 KVA FEED: BOTTOM SOURCE: TX-5 (MCC-2) TOTAL LOAD: 6.3 KVA FEED: TOP/BOTTOM " 8
LOCATION: CHEMICAL ROOM NEMA 4X ENCLOSURE LOCATION: OPS BLDG ELECTRICAL ROOM g|>
DESCRIPTION KVA | B [cKT CB | KVA DESCRIPTION DESCRIPTION KVA[ B JekT]| A CB | KVA DESCRIPTION g |
3.60 2.50 |CLORTEC AQ. AMMONIA LCP-210 0.50] 20/1 20/1 [0.20|LE/LIT-50010, TE/TIT-50022 g
SHC PANEL - MCP-300 3.60] %2 30/2 551 cp-62010 AE/AIT-10014/10015/10016 0.20] 20/1 20/1 |0.20|AE/AIT-10047/10048/10049 s
FV-61100 0.40[ 20/1 20/2 1.00 |SODIUM BISULFITE TANK LCP-201 1.00] 20/1 20/1 [1.00|LcP-202
FV-64100 (FUTURE) 20/1 1.00 |HEATER LCP-69010, GFCT AE/AIT-10013/31207 0.20] 20/1 20/1 |0.20]AE/AIT-31108/31109
FV-62100 0.40[ 20/1 20/1 |0.40[CHEMICAL AREA RCPT, GFCI AE/AIT-32108/32109/32207 0.20] 20/1 20/1 |0.20|AE/ATT-32113/32114/32401
FV-65100 0.40[ 20/1 20/1 [0.40[CHEMICAL AREA RCPT, GFCI P-32420 0.30] 20/1 20/1 [0.75|LcP-55010
LCP-65210 0.20] 20/1 20/1 [0.50(LcP-60010 LCP-50010 0.75] 20/1 20/1 [0.20|FE/FIT-50032/55032
FE/FIT-65203/63111 0.40[ 20/1 20/2 | £:00[SODIUM HYDROXTDE TANK AE/AIT - 50023/50024 0.20] 20/1 20/1 |0.20|FE/FIT-40030 3
FV-63100 0.40| 20/1 1.00 |HEATER LCP-65020, GFCI LCP-203 (FUTURE) 0.00| 20/1 20/1 SPARE 2
LCP-69020 0.55| 20/1 20/1 SPARE SPARE 20/1 | 19 20/1 SPARE @
FV-67100 0.40[ 20/1 20/1 [0.20|wIT-67020 SPARE 20/1 | 21 20/1 SPARE
FV-68100 0.40| 20/1 20/1 [0.40[Fv-66100 SPARE 20/1 [ 23 20/1 SPARE
FV-69100 0.40[ 20/1 20/1 [0.30[HCP-24002 SPARE 20/1 | 25 20/1 SPARE
LCP-68210 0.40[ 20/1 20/1 SPARE SPARE 20/1 | 27 20/1 SPARE
SPARE 20/1 20/1 SPARE SPARE 20/1 | 29 20/1 SPARE
SPARE 20/1 20/1 SPARE SPARE 20/1 | 31 20/1 SPARE
SPARE 20/1 20/1 SPARE SPARE 20/1 | 33 20/1 SPARE
SPARE 20/1 20/1 SPARE SPARE 20/1 | 35 20/1 SPARE e
SPARE 20/1 20/1 SPARE SPARE 20/1 | 37 20/1 SPARE 23
SPARE 20/1 20/1 SPARE SPARE 20/1 | 39 20/1 SPARE o2 < W
SPARE 20/1 20/1 SPARE SPARE 20/1 | 41 20/1 SPARE S - »
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PANEL: DP-6 PANEL: DP-7 &
VOLTAGE: 208/120 PANEL BUS: 100 AMPS SERVICE RATED: NO VOLTAGE: 480/277 PANEL BUS: 100 AMPS SERVICE RATED: NO
PHASE, WIRES: 3, 4 MAIN: 100A BREAKER NEUTRAL: BONDED PHASE, WIRES: 3, 4 MAIN: 100A BREAKER NEUTRAL: BONDED
SCR (AMPS): 10,000 25% OF MAX BUS LOAD: 21 AMPS MOUNTING: SURFACE SCR (AMPS): 10,000 25% OF MAX BUS LOAD: 12 AMPS MOUNTING: SURFACE
SOURCE: TX-6 TOTAL LOAD: 4.9 KVA FEED: TOP/BOTTOM SOURCE: TX-7 TOTAL LOAD: 6.1 KVA FEED: TOP/BOTTOM
LOCATION: FWPS ELECTRICAL ROOM LOCATION: FWPS ELECTRICAL ROOM
DESCRIPTION KVA | B [cKkT CB | KvA DESCRIPTION DESCRIPTION KVA | cB CB | KVA DESCRIPTION
AE/AIT-70013/70014/70015 [0.20] 20/1 | 1 20/1 [0.20[AE/ATT-70016/70017,/70018 FWPS ELEC ROOM LIGHTING 0.30] 20/1 20/1 [1.20|FWPS PUMP ROOM LIGHTING 2.z .
AE/AIT-70218/70219/70220 |0.20] 20/1 | 3 20/1 [0.20|AE/AIT-70221/70222/70223 FWPS EXT WALL MTD LIGHTING 0.10] 20/1 20/1 [0.30[CPS TASK LIGHTING £ 'g '§ g
FE/FIT-70211/70214 0.20] 20/1 | 5 20/1 SPARE FE/MN TREATMENT AREA LIGHTING |1.00| 20/1 20/1 [0.30|FWPS TASK LIGHTING =ze 5
FE/FIT-70012 0.10| 20/1 | 7 20/1 [0.10|FE/FIT-70022 0.95 20/1 SPARE 5% g
FE/FIT-70032 0.10] 20/1 | 9 20/1 [0.30[P-70090 fggfii;oguw PUMP - 0.95| 20/3 20/1 SPARE 8 ‘EQ €
LE/LIT-70108 0.10| 20/1 | 11 20/1 [0.10[LE/LIT-70109 0.95 20/1 SPARE 228 §
AE-80051/80052 0.40| 20/1 | 13 20/1 [0.50|R10-250 SPARE 20/1 20/1 SPARE 5§83 u
LE/LIT-80100 0.10| 20/1 | 15 20/1 [0.10|FE/FIT-80012 SPARE 20/1 20/1 SPARE 5 “
FE/FIT-80022 0.10 20/1 | 17 20/1 [0.20][HcP-24003 SPARE 20/1 20/1 SPARE € ” i
FWPS PUMP ROOM RCPT, GFCI |0.40| 20/1 | 19 20/1 [0.10|FE/FIT-80032 SPARE 20/1 20/1 SPARE 2 =
FWPS EXTERIOR RCPT, GFCI 0.40| 20/1 | 21 20/1 |[0.40|CPS EXTERIOR RCPT, GFCI SPARE 20/1 20/1 SPARE a® Y
SPARE 20/1 | 23 20/1 |0.40|FWPS ELEC ROOM RCPT SPARE 20/1 20/1 SPARE i g;
SPARE 20/1 | 25 20/1 SPARE SPARE 20/1 20/1 SPARE 200
SPARE 20/1 | 27 20/1 SPARE SPARE 20/1 20/1 SPARE 2y 3
SPARE 20/1 | 29 20/1 SPARE SPARE 20/1 20/1 SPARE > 8n S
SPARE 20/1 | 31 20/1 SPARE SPARE 20/1 20/1 SPARE =-g g
SPARE 20/1 | 33 20/1 SPARE SPARE 20/1 20/1 SPARE < 3| ui|s
SPARE 20/1 | 35 20/1 SPARE SPARE 20/1 20/1 SPARE ‘g ofg |l .
SPARE 20/1 | 37 20/1 SPARE SPARE 20/1 20/1 SPARE Qz |2
SPARE 20/1 | 39 20/1 SPARE SPARE 20/1 20/1 SPARE - | 3E|E
SPARE 20/1 | 41 20/1 SPARE SPARE 20/1 20/1 SPARE - | s
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