PLOT DATE: 2/19/2010 PLOT TIME:11:10:49 AM

NDM-SCO:EMWD USACE PERRIS I/ PDFe614d.dgn

PANEL: EDP-1

VOLTAGE: 208/120
PHASE, WIRES: 3, 4
SCR (AMPS): 10,000
SOURCE: DP-3 (UPS-1)

PANEL BUS: 60 AMPS

MAIN: 60A BREAKER

25% OF MAX BUS LOAD: 46 AMPS

TOTAL LOAD: 12.5

KVA

SERVICE RATED: NO

NEUTRAL: BONDED
MOUNTING: SURFACE
FEED: TOP/BOTTOM

DESCRIPTION KVA CB CKT
RI0-200 0.50| 20/1 1
RIO-210 0.50| 20/1 3
RIO-240 0.50| 20/1 5
ADMIN SERVER 2.00| 20/1 7
SCADA SERVER 2.00| 20/1 9
KING FISHER RTU RADIO 0.50| 20/1 | 11
CONTROL ROOM CONSOLE 0.50| 20/1 | 13
CONTROL ROOM CONSOLE 0.50| 20/1 | 15
FACP - OPS BLDG ELEC ROOM |0.25| 20/1 | 17
SPARE 20/1 | 19
SPARE 20/1 | 21
SPARE 20/1 | 23
SPARE 20/1 | 25
SPARE 20/1 | 27
SPARE 20/1 | 29
SPARE 20/1 | 31
SPARE 20/1 | 33
SPARE 20/1 | 35
SPARE 20/1 | 37
SPARE 20/1 | 39
SPARE 20/1 | 41

TOTALS

CB KVA DESCRIPTION
20/1 | 0.50|LCP-200

20/1 | 0.50|RI0-220

20/1 | 2.00|SECURITY PANEL

20/1 [0.36|TTB RCPT

20/1 | 0.36|COMM ROOM RCPT

20/1 | 0.36|COMM ROOM RCPT

20/1 [0.50 |CONTROL ROOM CONSOLE
20/1 [0.50 |CONTROL ROOM CONSOLE
20/1 [0.15|FIRE ALARM ANNUNCIATOR
20/1 SPARE

20/1 SPARE

20/1 SPARE

20/1 SPARE

20/1 SPARE

20/1 SPARE

20/1 SPARE

20/1 SPARE

20/1 SPARE

20/1 SPARE

20/1 SPARE

20/1 SPARE
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