PLOT DATE: 2/19/2010 PLOT TIME:11:05:30 AM
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ORDINARY HAZARD GROUP 1
.15 GPM/SQ FT OVER A 1500 SQ
FT DESIGN AREA.

SPRINKLER FEED MAIN TO SPAN
ELECTRICAL ROOM WITH A SINGLE
FULL JOINT PIPE. NO FITTINGS
INSIDE ELECTRICAL ROOM.
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OPERATIONS BUILDING FIRE SPRINKLER PLAN
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ORDINARY HAZARD GROUP 2
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NOTES: I 1
1. EMWD WATER SUPPLY MODEL ING I x
INDICATES AN AVAILABLE FIREFLOW KEY PLAN %
OF 58 PSI STATIC PRESSURE AND o
45 PS| AVAILABLE WHILE FLOWING =
3250-GPM AT NODE 346 ON SHEET s
C-6 AT WATSON ROAD. N ) :
b z
2. H-3. H-4_OCCUPANCY (ROOMS 10116 : S
AND 10117) IS FULLY SPRINKLER No. M 34000 E &
PROTECTED WITH A DEDICATED £rp 1243170 5 2
SPRINKLER RISER. REMAINDER OF y E S
THE BUILDING IS PARTIALLY 3
SPRINKLER PROTECTED AS DIRECTED SrEET
oY EMD- F-1|144 > 226

DATE: 10/05/09
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