PLOT DATE: 271972010 PLOT TIME:11:05:03 AM

NDM-SCO:EMWD USACE PERRIS I/ PDFmM602d.dgn

AIR HANDLING UNITS
SYMBOL TYPE LOCATION SUPPLY FAN MODULE SUPPLY FAN SOUND DATA
AIRFLOW MAX. FAN |WHEEL|DRIVE FAN MOTOR DATA MAX. FAN DISCHARGE SOUND POWER LEVEL dB (RE 107*? W)
MAX. MIN. 0SA TSP ESP | POWER|SPEED| TYPE H.P SPEED [VOLT| PH MOTOR @ MID OCTAVE BAND FREQUENCY (Hz)
CFM CFM CFM IN WG| IN WG| BHP RPM RPM ENCL 63 125 250 500 1K 2K 4K 8K
AHU-24101|] MODULAR HVAC MECH ROOM | 5,200 | 5,200 860 4.60 [ 2.60 6.7 | 2404 AF BELT | 7.5 1800 460 3 TEFC 97 96 94 92 89 81 72 66
AHU-24102 MODULAR HVAC MECH ROOM | 6,700 | 6,700 0 2.11 [ 1.50 4.6 | 1730 AF BELT | 7.5 1800 460 3 TEFC 93 90 93 86 83 76 68 63
AIR HANDLING UNITS CONT FROM ABOVE
SYMBOL TYPE LOCATION DX COOLING DATA DX HEATING DATA | ELECTRIC HEATING COIL MODULE FILTER MODULE MAXIMUM DIMENSIONS MANUFACTURER MODEL APPLICABLE REMARKS
CAPACITY AIRSIDE NET CAPAC | EAT LAT |VOLT| PH |EFFICIENCY] SIZE RESIST
TOTAL |SENS.| FLOW [EAT DEG. F|LAT DEG. F| DELTA P | TOTAL EAT DEG. F|DEG. F MERV & FINAL INCHES WEIGHT]
MBH MBH CFM DB WB DB WB IN. WG. BTU/H DEG. F kw PRE |FINAL TYPE OIN. W.GJ L W H LBS
AHU-24101| MODULAR HVAC MECH ROOM 174 142 {5,200 75 62 [50.1[56.00 0.95 106 36 6.1 51 55 460 | 3.0 8 NA | 4" PLEAT 1.0 150 | 64 45 2391 TRANE M-SERIES, SIZE 12 A,B,C,D,E
AHU-24102 MODULAR HVAC MECH ROOM 144 140 [ 6,700 | 75 62 [50.0[54.62 0.42 NA NA NA NA NA 8 NA | 4™ PLEAT 1.0 90 68 48 1812 TRANE M-SERIES, SIZE 14 A,B,C,D,E
REMARKS : ABBREVIATIONS:
A: DISCONNECT: FACTORY INSTALLED, NEMA TYPE 12 FC: FORWARD CURVED
B: HEATER CONTACTORS AND CONTROL CABINET, FACTORY INSTALLED BI: BACKWARD INCLINED
C: DOUBLE WALL, INSULATED, SOLID PANEL CABINET PLUG: PLUG OR PLENUM FAN
D: PREMIUM EFFICIENCY MOTOR AF: AIR FOIL
E: TOP-BACK FAN DISCHARGE
FANS
TAG SERVICE TYPE FAN DATA OUTLET SOUND DATA
AIRFLOW SPEED | DRIVE WHEEL MAXIMUM [MAX. FAN SOUND POWER LEVEL dB (RE 107%? w)
MAXIMUM| @ SP MIN DIA @ MID OCTAVE BAND FREQUENCY (Hz
CFM IN. WG. RPM TYPE | TYPE INCH BHP 63 125 | 250 | 500 | 1K 2K 4K 8K
SF-24101 PUMP ROOM VENTILATION INLINE SQUARE CENTRIFUGAL 6,500 0.9 746 BELT BI 27 1.89 80 86 82 74 72 69 65 60
SF-24201 PUMP_ROOM VENTILATION INLINE SQUARE CENTRIFUGAL 6,500 0.9 746 BELT BI 27 1.89 80 86 82 74 72 69 65 60
EF-24101 RESTROOM EXHAUST INLINE SQUARE CENTRIFUGAL 390 0.5 1498 | BELT BI 10 0.105 68 66 67 66 61 58 53 48
SF-24301 | RO PROCESS MECH RM VENTILATION UTILITY BLOWER SWSI STD. DUTY 30,000 1.2 504 BELT AF 49 9.6 93 92 86 83 80 74 69 66
SF-24302 | RO PROCESS MECH RM VENTILATION UTILITY BLOWER SWSI STD. DUTY 30,000 1.2 504 BELT AF 49 9.6 93 92 86 83 80 74 69 66
SF-24401 |HVAC MECHANICAL ROOM VENTILATION INLINE MIXED FLOW 5,900 0.9 1100 | BELT MF 20 1.37 77 76 79 78 72 68 64 57
SF-24402 |HVAC MECHANICAL ROOM VENTILATION INLINE MIXED FLOW 5,900 0.9 1100 | BELT MF 20 1.37 77 76 79 78 72 68 64 57
SF-24501 SHOP VENTILATION INLINE MIXED FLOW 3,400 0.8 1495 | BELT MF 15 0.691 76 73 76 77 73 67 64 58
SF-24601 | CHEMICAL AREA CONTINUOUS VENT. INLINE MIXED FLOW 4,800 0.8 1230 | BELT MF 18 0.965 77 75 78 78 72 68 64 57
SF-24602 | CHEMICAL AREA INTRMITTANT VENT. INLINE MIXED FLOW 24,000 1.1 957 BELT MF 33 7.72 86 90 91 89 85 81 74 66
EF-24601 CHEMICAL AREA EXHAUST INLINE MIXED FLOW 4,800 0.3 620 BELT MF 22.5 0.423 67 71 74 66 61 57 49 40
FANS CONT FROM ABOVE
TAG SERVICE TYPE ELECTRICAL DATA MAXIMUM DIMENSIONS MANUFACTURER| MODEL NO. APPLICABLE
MOTOR PHYSICAL SIZE REMARKS
HP RPM |ENCLOSURE|VOLT| PH INCHES WEIGHT
L W H LBS.
SF-24101 PUMP ROOM VENTILATION INLINE SQUARE CENTRIFUGAL 2 1800 TEFC 460 3 42 40 58 500 COOK 270SQN-B B,D,E,F,G
SF-24201 PUMP_ROOM VENTILATION INLINE SQUARE CENTRIFUGAL 2 1800 TEFC 460 3 42 40 58 500 COOK 270SQN-B B,D,E,F,G
EF-24101 RESTROOM EXHAUST INLINE SQUARE CENTRIFUGAL 1/4 1800 TEFC 120 1 22 14 27 107 COOK 80SQN-B A,B,F,G
SF-24301 | RO PROCESS MECH RM VENTILATION UTILITY BLOWER SWSI STD. DUTY 15 1800 TEFC 460 3 76 87 124 1648 COOoK 490 CPA-A|A,B,H,I,J3,K,L,M,N
SF-24302 | RO PROCESS MECH RM VENTILATION UTILITY BLOWER SWSI STD. DUTY 15 1800 TEFC 460 3 76 87 124 1648 COOK 490 CPA-A|A,B,H,I,J3,K,L,M,N
SF-24401 |HVAC MECHANICAL ROOM VENTILATION INLINE MIXED FLOW 1.5 1800 TEFC 460 3 36 32 50 627 COOK 202QMX A,B,F,G,N,0,P,Q
SF-24402 |HVAC MECHANICAL ROOM VENTILATION INLINE MIXED FLOW 1.5 1800 TEFC 460 3 36 32 50 627 COOK 202QMX A,B,F,G,N,0,P,Q
SF-24501 SHOP VENTILATION INLINE MIXED FLOW 1 1800 TEFC 460 3 30 25 43 341 COOK 150QMX A,B,F,G,N,0,P,Q
SF-24601 | CHEMICAL AREA CONTINUOUS VENT. INLINE MIXED FLOW 1.5 1800 TEFC 460 3 35 29 47 435 COOK 180QMX A,B,F,G,N,0,P,Q
SF-24602 | CHEMICAL AREA INTRMITTANT VENT. INLINE MIXED FLOW 10 1800 TEFC 460 3 59 50 75 1431 COOK 330QMX A,B,F,G,N,0,P,Q
EF-24601 CHEMICAL AREA EXHAUST INLINE MIXED FLOW 3/4 1800 TEFC 120 1 41 35 56 626 COOK 225QMX A,B,F,G,N,0,P,Q
REMARKS: ABBREVIATIONS:
A: DISCONNECT: FACTORY INSTALLED, NEMA TYPE 12 K: OSHA BELT GUARD - ALUMINUM FC: FORWARD CURVED
B: CORROSION PROTECTION COATING - BAKED POLYESTER L: VIBRATION ISOLATION RAILS BI: BACKWARD INCLINED
C: BELT GUARD - SAME MATERIAL AS FAN HOUSING M: FLOOR MOUNT HOUSED SPRING VIBRATION ISOLATORS AF: AIR FOIL
D: OUTLET GUARD - REMOVABLE 1/2" MESH METAL SCREEN N: ACCESS DOOR AT 9:00 PROP: PROPELLER
E: INSULATED HOUSING - 1" NEOPRENE COATED 0: ALUMINUM WHEEL MF: MIXED FLOW
F: LUBE LINES TO OUTSIDE OF FAN HOUSING P: L10, 200,000 HOUR BEARINGS.
G: VIBRATION ISOLATION - SPRING HANGER TYPE Q: MOTOR MOUNTED IN POSITION E (BOTTOM)
H: CLOCKWISE ROTATION
I: TOP ANGULAR UP DISCHARGE
J: ARRANGEMENT 10, CLASS 1

DATE: 10/05/09
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