PLOT DATE: 2/19/2010 PLOT TIME:11:04:03 AM
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NO. I TEM TAG NO. MANUFACTURER
FREE CHLORINE ANALYZER AIT-70013 SEE SPECIFICATIONS
pH ANALYZER AIT-70014 SEE SPECIFICATIONS
CONDUCTIVITY ANALYZER AIT-70015 SEE SPECIFICATIONS
FREE CHLORINE ANALYZER AIT-70016 SEE SPECIFICATIONS
pH ANALYZER AIT-70017 SEE SPECIFICATIONS
CONDUCTIVITY ANALYZER AIT-70018 SEE SPECIFICATIONS

3”X2" REDUCER PVC

1" PVC PIPE

NEEDLE VALVE. 3/8" 316SS

ROTAMETER. 0.2 - 2GPM

ENDLOSURE. A726020USSLP HOF FMAN
2" PVC TUBE
BACK BOARDs A72P60 HOF FMAN

316SS TUBING 3/8"
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316SS TUBING 1/2”

FINISHED WATER PUMP STATION PANEL FP-214 AND PF-215

DETAIL /1

NTS M-37

11 -0"

¢ EL 1427.50

€ EL 1411.00

FOR CONTINUATION
SEE DRAWING C-6
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SECTION N E
SCALE: 3/8” = 1'-0" M-41. 5-17 SHEET
DATE: 10705709 M = 4 o 126$H::T5226
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