PLOT DATE: 2/19/2010 PLOT TIME:11:01:26 AM
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ITEM TAG NO. MANUF ACTURER
CL RESIDUAL ANALYZER AIT-90210 SEE SPECIFICATIONS
ORP ANALYZER AIT-90310 SEE SPECIFICATIONS
CL RESIDUAL/TOTAL ANALYZER AIT-90410 SEE SPECIFICATIONS

A/C UNIT., 4000 BTU/HR CR290416G068

HOF FMAN

FILTER. 1/2"

NEEDLE VALVE. 316SS. 3/8"

ROTAMETER., 1/2" 0.2 - 2GPM

2" PVC HEADER

1" PVC PIPE

ENCLOSURE, A72H7224SSLPQT

HOFFMAN, 4X, 304 SST

QEIPIPVR®OEOEIO|s

BACK PANEL., AT72P72G HOF FMAN
316SS TUBING. 3/8"
BREATHER DRAIN 1/2" ECD11 COOPER

NOTES:
1. PROVIDE MYERS HUB FOR CONDUIT ENTRANCE. 1", SSTG3.
2. ALL CONDUIT AND PIPE PENETRATIONS SHALL BE THROUGH BOTTOM ONLY.

3. PROVIDE SEAL FITTINGS FOR TUBING PENETRATIONS. USE COOPER CGB CORD FITTINGS.

SIMILAR OR EQUAL DETA]Lm

4. MFGR'S MODEL & CATALOG NUMBERS ARE FOR LAYOUT AND SPACE DESIGN.
[TEMS CAN BE SUBSTITUTED.

5. PANEL DOORS NQT SHOWN FOR CLARITY.

RAW WATER FP-900

NTS M-3

DATE: 10/05/09

APPROVAL

DATE

REVISIONS

DESCRIPTIONS

SYMBOL

PERRIS, CALIFORNIA
FE/MN REMOVAL SYSTEM
ANALYZERS AND SAMPLING SYSTEMS

EASTERN MUNICIPAL WATER DISTRICT
PERRIS IIDESALINATION FACILITY
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