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ADMIN AREA FOUNDATION PLAN
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SEE GENERAL STRUCTURAL NOTES ON DRAWING G-10.
DESIGN FLOOR LIVE LOAD = 200 PSF.
ADDITIONAL REINFORCEMENT AROUND PIPE OPENINGS

(@@30-00)

COCRDINATE LOCATION AND SIZE OF EQUIPMENT PADS
WITH MECHANICAL., HVAC AND ELECTRICAL. SEE(D330-056

ANCHORAGE OF EQUIPMENT SHALL BE DESIGNED AND
PROVIDED BY EQUIPMENT MFR OR CONTRACTOR. ANCHORAGE
CALCULATIONS ARE TO BE STAMPED BY A CIVIL OR
STRUCTURAL ENGINEER CURRENTLY LICENSED IN THE STATE
OF CALIFORNIA.

FOR PIPE PENETRATIONS THROUGH CMU WALL. SEE

@zz-002)

FOR WINDOW. LOUVER AND DOQOR QOPENINGS. SEE(0422-004).
FOR SMALLER OPENINGS SEE _422—002 .

CMU WALL PIERS, SEE(0422-005). CMU WALL COLUMNS.
SEE(0422-006). DEFINITIONS ARE BASED ON CMU WALL
DIMENSTONS BETWEEN OPENINGS.

CMU WALL CORNERS AND INTERSECTIONS . SEE (0422-001
CMU CONTROL JOINTS. SEE (0422-031).

.PIPE ENCASEMENTS. SEE DETAILS(0330-016),(0330-017).

AND(0330-018). ALL PIPES ARE ENCASED BELOW ALL

FOUNDATION SLABS. EXTEND ALL ENCASEMENTS 1'-6"
BEYOND FACE OF EXTERIOR SLABS. ALL PIPES ARE
ENCASED BELOW ALL FOUNDATION SLABS IN ALL AREAS
OF THIS OPERATIONS BUILDING.
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