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FOR ROOF SLOPES AND RQQF DRAINS. SEE DRAWING A-20.
FOR METAL DECKING AND STEEL JOIST NOTES. SEE DRAWING G-10.
DESIGN FLOOR LIVE LOAD=200 PSF.

COORDINATE LOCATION AND SIZE OF EQUIPMENT PADS WITH MECHANICAL
AND ELECTRICAL. SEE(H330-056)ANCHORAGE OF EQUIPMENT SHALL BE

DESIGNED AND PROVIDED BY EQUIPMENT MFR OR CONTRACTOR. ANCHORAGE
CALCULATIONS ARE TO BE STAMPED BY A CIVIL OR STRUCTURAL ENGINEER
LICENSED IN THE STATE OF CALIFORNIA.

FOR PIPE PENETRATION THROUGH CMU WALL. SEE(Q422-002).
FOR LOUVERs AND DOOR OPENINGS. SEE(Q422-004), FOR SMALLER

OPENINGS SEE(0422-002)-
CMU WALL PIERS. SEE(Q422-005)+ CMU WALL COLUMNS SEE(D422-008)-

DEFINITIONS ARE BASED ON CMU WALL DIMENSIONS BETWEEN
OPENINGS.

CMU WALL CORNERS AND INTERSECTIONS. SEE(0422-001).

CMU CONTROL JOINTS ON N&S SIDES OF BUILDING. SEE(0422-031).
FOR ELEVATIONS AND SLOPES. SEE CLEARWELL ROOF PLAN.

ROOF HATCHES AND PUMP PADS. SEE CLEARWELL ROOF PLAN.

PIPE ENCASEMENTS. SEE DETAILS(0330-016),(0330-017)- AND (0330-018)

ALL PIPES ARE ENCASED BELOW ALL FOUNDATION SLABS. EXTEND ALL
ENCASEMENTS 1'-6" BEYOND FACE OF EXTERIOR SLABS.

JOIST NOTES:

1.

2.

DL=20 PSF (15 PSF ON TOP CHORD AND 5 PSF ON BOTTOM CHORD) (WEIGHT
QF JOIST NOT INCLUDED). LL=20 PSF (ON TOP CHORD) UNREDUCED.

JOIST MANUFACTURER SHALL DETERMINED THE JOIST BRIDGING REQUIREMENTS.
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EASTERN MUNICIPAL WATER DISTRICT
PERRIS IIDESALINATION FACILITY

PERRIS, CALIFORNIA
FINISHED WATER PUMP STATION
FLOOR/ROOF PLAN AND SECTIONS
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