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SINGLE REINFORCING MAT

DOUBLE REINFORCING MAT

NOTES:
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NTS

G-TTLB-TEXT, G-TTLB-SCND, G-TTLB-OTLN, G-TTLB-NOTE AND G-TTLB-LOGO IN THE ACTIVE FILE WHEN PLOTTING
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BUILDING SLAB ON GRADE SAWN CONTROL JOINT

1/8" SAWCUT

JOINT

BOTTOM BAR CONT

THROUGH JOINT

TERMINATE ALL

TOP BARS AT 

JOINT

1/8" SAWCUT

JOINT

EVERY OTHER BAR

CONTINUOUS THROUGH

JOINT

CONTRACTOR SHALL USE STRING LINE OR OTHER POSITIVE MEANS TO PLACE 

REINFORCING AND LOCATE SAWCUT.

FILL WITH EPOXY JOINT 

FILLER 28 DAYS AFTER 

PLACEMENT OF SLAB 

CONCRETE

FILL WITH EPOXY JOINT 

FILLER 28 DAYS AFTER 

PLACEMENT OF SLAB 

CONCRETE
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