
TYP

1.

2.

1’-0" 1’-0"
TYP

2 - #5 EACH SIDE

CONSTRUCTION JOINT
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NTS

G-TTLB-TEXT, G-TTLB-SCND, G-TTLB-OTLN, G-TTLB-NOTE AND G-TTLB-LOGO IN THE ACTIVE FILE WHEN PLOTTING

0330-016

PIPE ENCASEMENT

 

 

SECTION

ENCASEMENT RISER

0330-001

0330-017

0330-018

NOTES:

3" CLR,

 

2’-0"

SLAB THICKNESS

EXTEND ENCASEMENT

VERTS AND BEND 1’-0"

INTO TOP OF SLAB

TYPICAL OPENING REINF

AROUND PIPE SEE

BOTTOM "U" SECTION OF

TIES CONT TO END OF

ENCASEMENT

SECTION APPLIES TO PIPES W/ DIAMETERS 18" AND SMALLER. FOR 20" DIAMETER PIPES 

AND LARGER, SEE

PROVIDE LEVEL BEARING

AREA BELOW VERT PIPE RISER

EQUAL TO ENCASEMENT

GROSS END AREA

WHEN PIPE ENCASEMENT IS CLOSER THAN 4" TO SLAB ABOVE, TIE SLAB & ENCASEMENT 

TOGETHER. SEE

HYDROPHILIC WATERSTOP

CONTINUOUS ALL AROUND

IN ALL CONSTRUCTION JOINTS

BEND & LAP PIPE

ENCASEMENT 

REINF 1’-0", TYP

TYPICAL PIPE

ENCASEMENT REINF

8" MIN ALL

AROUND

7 - #5

CONTINUOUS

#5 TIES @12"

LAP LENGTH, SEE

GENERAL STRUCTURAL

NOTES
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