
1.

2.

TYP

#5@12"

#5@12"
1’-0" 1’-0"

SEE NOTE 2

1

2

#5@12"

TYP

i0330-018.dgn 1/24/2009

NTS

G-TTLB-TEXT, G-TTLB-SCND, G-TTLB-OTLN, G-TTLB-NOTE AND G-TTLB-LOGO IN THE ACTIVE FILE WHEN PLOTTING

0330-018

PIPE ENCASEMENT AT SLAB

 

 

CL SLAB EXP, CONTRACTION

OR CONTROL JOINT, SEE PLANS

FOR LOCATION & JOINT TYPE

CLOSED CELLULAR SPONGE

RUBBER ALL AROUND COUPLING

TO ALLOW JOINT MOVEMENT (1" MIN)

0330-016 0330-017

SECTION

JOINT DETAILNOTES:

2’-0"

10"

2’-0"  

TIE PIPE ENCASEMENT TO SLAB AS SHOWN WHEN DISTANCE BETWEEN PIPE 

ENCASEMENT AND BOTTOM OF SLAB IS LESS THAN 4".

TYPICAL SLAB REINF

NOT SHOWN

EXTEND VERTS & BEND

1’-0" INTO TOP

OF SLAB ABOVE

COUPLING

LENGTH

+6"

CONSTRUCTION

JOINT

THICKEN SLAB

AT ENCASEMENT

PIPE ENCASEMENT REINF

SEE                   &

ENCASEMENT JOINT TYPE SAME AS

SLAB JOINT, SEE SLAB JOINT DETAILS

#5@12", TYP

6" PLASTIC

WATERSTOP

IN ENCASEMENT

JOINT. WELD TO

WATERSTOP IN

SLAB JOINT

FOR CONT SEAL

#5@12" TYPICAL

ENCASEMENT REINF

DISCONTINUOUS

AT JOINT

LOCATE PIPE FLEX COUPLING

(WITHOUT THRUST TIES) AT ALL

SLAB EXPANSION & CONTROL JOINTS

PIPE JOINT

CENTERED ON

SLAB JOINT

6" PLASTIC WS IN ENCASEMENT JOINTS.  WELD TO WS IN SLAB JOINTS.
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