
CL

1.

NOTES:

0753-006

 

 

24" CL TO CL OF DRAINS

OR 18" TO EDGE OF SUMP

 18" TO EDGE OF SUMP

1 1/2" MINIMUM RIGID

ROOF INSULATION

i0753-006.dgn 6/18/2009

3" = 1’-0"

ROOF/OVERFLOW DRAIN

ROOF DRAIN SET IN

3’-0"x5’-0" SUMP

OVERFLOW DRAIN

EXTENSION, 2" ABOVE

ROOF LOW POINT AT

OD LOCATIONS ONLY

SEALANT BETWEEN

FLANGE AND EPDM

MEMBRANE

EPDM MEMBRANE

ROOFING

TAPERED EDGE STRIP

PROTECTION BOARD

METAL DECK

FIXED EXTENSION FLANGE

SUMP RECEIVER

UNDERDECK CLAMP

DRAIN PIPES AND LEADERS NOT

SHOWN, SEE MECHANICAL AND PLUMBING
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