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LOW POINT DRAINS TO BE 2" MINIMUM ON 6" AND LARGER MAINS.

TYPICAL FOR ALL HIGH POINTS, LOW POINTS AND POCKETS.

3/4" MIN DRAIN, SEE NOTE 2

NOTES:

TEST COCK,

AS STANDARD

AUTOMATIC VENT

6
"

M
IN

3/4" MIN GATE VALVE WITH

HOSE THREAD, SEE NOTE 2

1/4" MIN TO DRAIN

3/4" MIN IPS

SUPPLY OR

RETURN MAIN
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NTS

G-TTLB-TEXT, G-TTLB-SCND, G-TTLB-OTLN, G-TTLB-NOTE AND G-TTLB-LOGO IN THE ACTIVE FILE WHEN PLOTTING
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