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G-TTLB-TEXT, G-TTLB-SCND, G-TTLB-OTLN, G-TTLB-NOTE AND G-TTLB-LOGO IN THE ACTIVE FILE WHEN PLOTTING

DUCT BANK
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CONDUCTOR, TYP

#4                     @ 18"

CTRS, VERT

LEGS 1’-0" MIN

FOR LARGER DUCT BANKS, 

CONTINUE PATTERN OF REBAR,

CONDUIT SEPARATION AND

CONCRETE COVER.

#4                    @ 18"

CTRS, VERT

LEGS 1’-6" MIN


