
1.

2.

SIDE

NOTES:

PANELBOARD

TRANSFORMER

(ABOVE)

1/4" PLATE

FINISH FLOOR

NOTE 2

PROVIDE MINIMUM 30" WIDE AND 6’-6" HIGH WORKING SPACE IN

FRONT OF PANELBOARD.

SPACE PROVIDED BEHIND THE TRANSFORMER SHALL  BE GREATER

THAN THE DEPTH OF THE PANELBOARD.

CONCRETE

WALL

UNISTRUT P2073A,

POST BASE

DOUBLE STEEL 

CHANNEL IN CENTER

TO SUPPORT PLATE 

UNISTRUT 

P1065,

EACH END

UNISTRUT P1001

DOUBLE STEEL

CHANNEL 

1 5/8" x 3 1/4", 

TYP

UNISTRUT P2073

POST BASE, TYP

' CH2M HILL
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NTS

G-TTLB-TEXT, G-TTLB-SCND, G-TTLB-OTLN, G-TTLB-NOTE AND G-TTLB-LOGO IN THE ACTIVE FILE WHEN PLOTTING
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