
WALL OR COLUMN

PIPE ANCHOR CHAIR

WALL BRACKET

HOT DIP GALVANIZE AFTER FABRICATION.1.

2.

NOTES:

' CH2M HILL

i4005-508.dgn 9/17/2009

NTS

G-TTLB-TEXT, G-TTLB-SCND, G-TTLB-OTLN, G-TTLB-NOTE AND G-TTLB-LOGO IN THE ACTIVE FILE WHEN PLOTTING

4005-508

PIPE SUPPORT - WALL MOUNTED MEDIUM

 

 

PIPE SIZE

4" THRU 14"

CONCRETE

ANCHOR, TYP

WALL BRACKET SHALL BE MEDIUM OR HEAVY DUTY DEPENDING ON PIPE

LOAD REQUIREMENTS.


