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NOTES:
1. FOR SUBMERGED SERVICE ALL MATERIALS SHALL BE SST.
2. 14" MAX OR AS OTHERWISE SHOWN ON DRAWINGS.

PIPE SUPPORT - WALL MOUNT, VERTICAL
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