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G-TTLB-TEXT, G-TTLB-SCND, G-TTLB-OTLN, G-TTLB-NOTE AND G-TTLB-LOGO IN THE ACTIVE FILE WHEN PLOTTING

4027-621

FLOOR SLEEVE

 

 

PASSING PIPE

PIPE FLANGE

OD + 2"  MIN

1/2" X 6" HEADED CONCRETE 

ANCHOR STUDS, 3 STUDS SPACED 

AT 120 DEGREES AROUND 

SLEEVE AT MIDPOINT OF FLOOR

STANDARD WEIGHT STL

PIPE SLEEVE.  HOT DIP

GALVANIZE AFTER

FABRICATION

4" UNLESS OTHERWISE

SHOWN ON PLANS


