
ZONE 
I 

Well No. Capacity 
(gpm) 

Production 
AF/Y 

FY04/05 

Utilization 
Factor 

 1-02 Inactive Inactive Inactive 
 2-02 2,089 503 15% 
 3-02* 1,707 211 8% 
 4 1,036 1,440 86% 
 5-02 1,594 213 8% 
 7 1,207 145 7% 
 12 1,433 625 27% 
 13-02 1,689 784 29% 
 14 1,111 252 14% 
 16-02 1,104 1,681 94% 
 18-02 1,292 329 16% 
 19 Inactive Inactive Inactive 
 20-02 Inactive Inactive Inactive 
 21* 1,583 1,280 50% 
 22-02 1,198 252 13% 
 25 929 163 11% 
 26 908 201 14% 
 28* 2,018 314 10% 
 30 1,474 198 8% 
     
ZONE 

II 
Well No. Capacity 

(gpm) 
Production 

AF/Y 
FY04/05 

Utilization 
Factor 

 6 1,634 1418 54% 
 8 1,076 698 40% 
 9-02 1,157 246 13% 
 10 1,733 884 32% 
 11** 1,799 219 8% 
 17-02* 2,096 365 11% 
 23 1,789 1,076 37% 
 24 1,481 549 23% 
 29 1,975 279 9% 

  
ZONE 

IIa 
Well No. Capacity 

(gpm) 
Production 

AF/Y 
FY04/05 

Utilization 
Factor 

 15 778 305 24% 
* = Diesel Generator   ** = Stationary Engine (natural gas/propane) 

Wells 1-02 and 19 are not currently in use as production wells. 
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