
Energy Upgrade Recommendations                                                            ECON-2 
Project Name Documentation Author 
  
Project Address Author Address 
  

Recommended 
Improvements Description 

Annual 
Savings 

Est. Cost to 
Install 

Savings 

Site TDV 

      

      

      

      

      

      

      

      

      

      

      

      

      

      

      

      

      

      
 

Annual Results Energy Cost 

 

Electricity (kWh) 

 

Fossil Fuel (therms) 

End Use Existing Improved Savings Existing Improved Savings Existing Improved Savings 

Space Heating          

Space Cooling          

Fans          

Pumps          

Domestic Hot Water          

Indoor Lighting          

Outdoor Lighting          

Appliances/Plug Loads          

Ancillary          

Renewables          

TOTAL          
 

 

 

CO2 (lbs/year) Existing Improved Savings Climate Zone:  

 

Electricity     Electric Rate:  

Fossil Fuel    Gas Rate:  

TOTAL    Floor Area:  

     Type:   

Average Demand (kW)        

TDV Energy (kBtu/ft2-yr)        

The estimated operating costs shown in this report are dependent upon many factors. The construction and conservation features of the project clearly are important. 
Equally important is the thermostat setting. How the thermostat is used, appliance use, and occupant interaction all influence the annual operating cost. The estimates 
provided in this report are based on typical conditions; your actual usage will vary. 

 

3100 Fifth Street
Davis, CA 95618

Windmere 1

HVAC Duct Insulation

HVAC System

HVAC Duct Leakage

Roof Insulation

System Airflow Verification

Refrigerant Charge
Verification

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0$0

$0
$0

$0

$0
$0

$0
$0
$0

$0
$0

$0$0

$0
$0

$0

$0
$0
$0

$0

RunCode: 2014-12-11T23:33:47 ID: Page 1 of 1EnergyPro 5.1.9.8 by EnergySoft User Number: 8273

Domestic Hot Water Heater

All Improvements

System Fan Wattage
Verification

$0

$0

$0

$0

$0

$0

Improvements
above shown with
singular savings
benefit for individual
measures

,

Redwood Energy

50.2 %

5.8 %

10.7 %

26.3 %

0.5 %

0.0 %

0.8 %

14.5 %

0.6 %

Air Handler Airflow = 350 cfm/ton

Duct Insulation = 8.0 R-Value

Leakage = 6 %  Leakage Rate at 25 Pascals = 0 cfm

Name = 2014 Upgrade - Carrier  Type = Packaged DX  Heating = Packaged Heat
Pump  Efficiency = 8.50 HSPF  Cooling = Packaged Heat Pump  SEER = 14.00
EER = 11.30

Type = Cool Coating R-19 Roof Attic  Cavity Insulation = 19.0 R-Value  Interior
Insulation = 0.0 R-Value  Exterior Insulation = 0.0 R-Value

Air Conditioner Refrigerant Charge = Properly Charged

Name = Sears 449.330411  Type = Gas Fired  Volume = 40.0 gal  Efficiency = 0.700
EF

Air Handler Fan Wattage = 0.58 w/cfm

$0

$0
$0
$0
$0

$0
$0

$0
$0
$0

$0

00

00

0
0

5,672

0
7,332

0
0
0

0
5,144

00

0
0

13,005

0
0
0

5,144

0
0
0

5,672

0
2,189

0
0
0

7,861

0
00

00

41,454
18,327

0

0
0

5,666
14,122
48,994

0

00

0
0

59,781

0
0
0

68,782

0
12,661
27,332

-48,994

0
0

0
0
0

-9,001

000

0
0

118.79

0
0

43.85

0
0

74.94

12

32,967
Multi-Family

47.8 %

6.7 %

13.4 %

14.7 %

11.4 %

1.2 %

3.0 %

8.7 %

3.1 %

54.17113.33 59.16
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Annual Results Energy Cost 

 

Electricity (kWh) 

 

Fossil Fuel (therms) 

End Use Existing Improved Savings Existing Improved Savings Existing Improved Savings 

Space Heating          

Space Cooling          

Fans          

Pumps          

Domestic Hot Water          

Indoor Lighting          

Outdoor Lighting          

Appliances/Plug Loads          

Ancillary          

Renewables          

TOTAL          
 

 

 

CO2 (lbs/year) Existing Improved Savings Climate Zone:  

 

Electricity     Electric Rate:  

Fossil Fuel    Gas Rate:  

TOTAL    Floor Area:  

     Type:   

Average Demand (kW)        

TDV Energy (kBtu/ft2-yr)        

The estimated operating costs shown in this report are dependent upon many factors. The construction and conservation features of the project clearly are important. 
Equally important is the thermostat setting. How the thermostat is used, appliance use, and occupant interaction all influence the annual operating cost. The estimates 
provided in this report are based on typical conditions; your actual usage will vary. 

 

3100 Fifth Street
Davis, CA 95618

Windmere 1

HVAC Duct Insulation

HVAC System

HVAC Duct Leakage

Roof Insulation

System Airflow Verification

Refrigerant Charge
Verification

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0

$0$0

$0
$0

$0

$0
$0

$0
$0
$0

$0
$0

$0$0

$0
$0

$0

$0
$0
$0

$0

RunCode: 2014-12-11T23:41:49 ID: Page 1 of 1EnergyPro 5.1.9.8 by EnergySoft User Number: 8273

Domestic Hot Water Heater

All Improvements

System Fan Wattage
Verification

$0

$0

$0

$0

$0

$0

Improvements
above shown with
singular savings
benefit for individual
measures

,

Redwood Energy

54.8 %

6.3 %

12.5 %

34.3 %

-0.2 %

-0.1 %

0.8 %

10.4 %

0.6 %

Air Handler Airflow = 350 cfm/ton

Duct Insulation = 8.0 R-Value

Leakage = 6 %  Leakage Rate at 25 Pascals = 0 cfm

Name = 2014 Upgrade - Carrier  Type = Packaged DX  Heating = Packaged Heat
Pump  Efficiency = 8.50 HSPF  Cooling = Packaged Heat Pump  SEER = 14.00
EER = 11.30

Type = Cool Coating R-19 Roof Attic  Cavity Insulation = 19.0 R-Value  Interior
Insulation = 0.0 R-Value  Exterior Insulation = 0.0 R-Value

Air Conditioner Refrigerant Charge = Properly Charged

Name = Sears 449.330411  Type = Gas Fired  Volume = 40.0 gal  Efficiency = 0.700
EF

Air Handler Fan Wattage = 0.58 w/cfm

$0

$0
$0
$0
$0

$0
$0

$0
$0
$0

$0

00

00

0
0

4,724

0
3,556

0
0
0

0
2,548

00

0
0

8,281

0
0
0

2,548

0
0
0

4,724

0
1,008

0
0
0

5,733

0
00

00

28,024
13,417

0

0
0

3,649
9,648

40,519

0

00

0
0

41,442

0
0
0

53,816

0
9,768

18,376
-40,519

0
0

0
0
0

-12,375

000

0
0

80.12

0
0

30.83

0
0

49.29

12

18,807
Multi-Family

48.6 %

6.6 %

14.5 %

17.6 %

11.1 %

1.2 %

3.0 %

6.0 %

3.2 %

64.07131.71 67.64


	Windmere 1 - 2-BD Combined - DHW Upgrade
	Windmere 1 - 3-BD Combined - DHW Upgrade

